
SCALE:  N.T.S.
DETAIL-FASTENER PATTERN FOR METAL LATH AND PERIMETER FLASHING

PD-2-IW

1/8" GAP PLYWOOD SEAMS
COVERED WITH 1-1/2" (2" MAX.)
WIDE PD SEAM PAPER AND
STAPLED (1-1/2") O.C 37 MM.

STAPLED (1-1/2") O.C 37 MM.
ON OVERLAPPED LATH SEAMS

OVERLAP LATH
(3/4") MIN. 19MM.

 (3") O.C 76 MM. IN THE FIELD
(12 STAPLES PER SQUARE FOOT)

NOTE:
WHERE LATH OVERLAPS PERIMETER FLASHING AND PD SEAM PAPER
(PLYWOOD SEAMS) STAPLE EVERY (1-1/2") O.C 37 MM.

FASTEN PERIMETER LATH
METAL (1-1/2") O.C 50MM-2 ROWS STAGGERED

FASTENER PATTERN FOR METAL LATH

AND PERIMETER FLASHING

INCLEMENT WEATHER

INCLEMENT WEATHER

Job:

Date:

Dwn:  E.L.

These waterproofing

procedures are not to be used for

permit and should be reviewed by

the project architect. The

waterproofing procedures are not

complete plans or specifications

and a professional design

professional should be contacted

prior to performing major

waterproofing and repairs.
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